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NOTES

1. PROVIDE EMERGENCY LIGHTING FOR HOSPITALS.

KEY NOTES

2. COORDINATE LOCATION OF M1620, PATIENT CHART HOLDER, AND ROOM SIGNAGE.
3. MOUNT A5150, HOOK, AT 1372 [4'-5"] AFF.
4. PROVIDE SPECIFICATION GRADE "HEAVY DUTY" RECEPTACLES.

M1620 2

QUTPATIENT CAST ROOM—2 STATION (OPCR2)

ORTHOPEDICS,/PODIATRY 0 1000 2000

FLOOR/EQUIPMENT PLAN 33.06 NSM (356 NSF) m
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